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Auto Reconnect Adjustable
Voltage Current Protector




A\ UYARI!

Bu cihazin yanlis kullanimi maddi hasara, ciddi yaralanmalara ve hatta
o6lume yol acabilir.

Montajlama islemi yapan kisinin kendine asir glivenmesi, risk almasi,
dikkatsiz, tedbirsiz ve aceleci davranmasi istenmeyen kazalara yol
acabilir.

Cihazin baglantilar sadece mesleki yeterlilige sahip Kisiler tarafindan
yapilmalidir. Aksi taktirde istenmeyen kazalar meydana gelebilir.
Cihazin baglantilar dogru ve yalitilmis ekipmanlar ile yapilmalidir.
Aksi takdirde olime veya ciddi yaralanmalara neden olabilecek kazalar
meydana gelebilir.

Cihazin baglantisini yapmadan once elektrik akimin kesildiginden
emin olun. Kesinlikle elektrik akimi olan bir tesisatta cihaz baglantisni
yapmayin.

Agikta bulunan herhangi bir terminale kesinlikle dokunmayiniz. Elektrik
sokuna maruz kalabilirsiniz.

/A UYARI!

Belirtilen  6nlemlerin  uygulanmamasi  neticesinde  dogabilecek
istenmeyen durumlardan Sigma Elektrik hicbir sekilde sorumlu
tutulamaz.

UYARI!

Cihazin kullanim siresi sona erdiginde Avrupa birligi dahilinde ayri bir
atik grubuna dahil edilmesi gerekir. Cihaz ¢6pe atilmamall, cihaz toplama
merkezlerine (elektronik cihaz dontistim noktalari) teslim edilmelidir.




A\ WARNING!

Misuse of these devices may result physical damage, serious injury and
even death.

If the person who assembly the device has too much self confidence,
take a risk or act as careless, hasty, then undesirable accidents may
happen.

Device connection are to be made only by qualified professional people;
otherwise undesirable accidents may happen.

Connections of the device should be made with correct and insulated
equipment. Otherwise, accidents that could result in death or serious
injury may occur.

Before making switch connection, be sure to cut off electrical currents.
Do not make any device connection in an installation that has electrical
current.

Do not touch to any terminals which are open; otherwise you can subject
to electric shocks.

A\ WARNING!

Sigma Elektrik do not guarantee any responsibility against unwanted
situations that may arise as a result of not applying the specified
measures.

A\ WaRNING!

Once the equipment design life expired, the equipment must be
comprised seperately in a waste group within Eupean Union. The
equipment must be dispatched to the electrical®electronics collection
and conversion centers. It can not be disposed.




Teknik Ozellikler

Model

Kutup Sayist

Calisma Gerilimi

Calisma Akim Araligi

Asiri Gerilim Koruma Araligi
Dustik Gerilim Koruma Araligi
Acma Stiresi

Tekrar Kapama Suresi

Glig Tuketimi

Ortam Sicakligi
Elektromekanik Omdir

Kurulum

Notr Korumas!

SAVR-80

1P (36mm)

220/230V AC

1-40A, 1-63A, 1-80A
230-300V (Fabrika Ayari 270V)
110-210V (Fabrika Ayari 170V)
1-30s (Fabrika Ayari 5s)
1-500s (Fabrika Ayari 5s)

W

-20°C...70°C

100,000

35mm simetrik DIN rayi

Evet




Technical Specification

Model

Pole number

Rated voltage

Rated current
Over-voltage range
Under-voltage range
Tripping time
Reconnect time
Power consumption
Ambient temperature
Electro-mechanical life
Installation

Neutral protection

SAVR-80

1P (36mm)

220/230V AC

1-40A, 1-63A, 1-80A
230-300V (Default 270V)
110-210V (Default 170V)
1-30sec. (Default 5sec.)
1-500sec. (Default 5sec.)
2w

-20°C... 70°C

100,000

35mm symmetrical DIN rail

Yes
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Parametre Ayarlari

Uzun basildiginda koruma fonksiyonlari ve enerji cikisi acik veya
kapali konuma gelir. Koruma fonksiyonlari devre disi birakildiktan
sonra tusa Kisa basildiginda enerji ¢ikisi aktif veya pasif hale gelir.

o Fabrika ayarlarina cevirmektedir.

Gerilim degeri @i asar ya da @'nin altina diiserse, koruma rélesi
®'’e gére acik konuma gelir.

Akim degeri @'t asarsa, ®'e gore acik konuma gelir.

Gerilim ve akim degerleri normal degerlere déndiginde, koruma
rélesi otomatik tekrar kapanir.

Parameter Settings
Long press to turn on/off the power output and function of protections

Restore factory Settings

If the voltage is over @ or below @, the current is over ®, protector will
shut off the power in ®/®.

If the voltage and current are back to normal, the protector will
automatically reconnect in ©.
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Baglanti Semasi / Connection Diagram
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Garanti Belgesi

1. Garanti siresi, malin teslim tarihinden itibaren baslar ve iki yildir.

2. Uriiniin bitdn parcalar dahil olmak tzere tamami firmamizin garanti kapsami
icerisindedir (bobinler bu kapsamin disindadirlar).

3. Uriinin garanti siresi iginde arizalanmasi durumunda, tamirde gegen sire
garanti stiresine eklenir. Urtintin tamir stiresi en fazla 30 is giintidur. Bu stire,
Urindin servis istasyonuna, servis istasyonunun olmamasi durumunda, drinin
saticisina, bayiine, temsilciligine, ithalatgisina veya imalatgisindan birine
bildirim tarihinden baslar.

4. Uriniin garanti stiresi icerisinde, gerek malzeme ve iscilik, gerekse montaj
hatalarindan dolay! arizalanmasi halinde, iscilik masrafi, talep etmeksizin
tamiri yapilacaktir.

5. Uring;

— Teslim tarihinden itibaren garanti siresi icinde kalmak kaydiyla bir yil
icerisinde, ayni arizay! ikiden fazla tekrarlamasi veya farkli arizalarin
dortten fazla olmasi ortaya ¢lkmasi sonucu, Uriinden yararlanamamanin
stireklilik kazanmasi
Tamiri icin gerekli azami stirenin agilmasi;

Servis istasyonunun mevcut olmamasi halinde sirasiyla saticisi, bayii,

acentasl, temsilcisi, ithalatcisi veya imalatcisindan birinin diizenleyecedi

raporla arizanin tamirinin - mimkin olmadiginin belirlenmesi halinde,
licretsiz olarak degistirme islemi yapilacaktir.

6. Urinin kullanma kilavuzunda yer alan hususlara aykir kullanilmasindan
kaynaklanan arizalar garanti kapsami disindadir. Uriiniin degisimi veya onarimi
icin yapilacak tim masraflar kullaniciya aittir.

7. Garanti belgesi ile ilgili olarak cikabilecek sorunlar icin T.C. Sanayi ve
Teknoloji Bakanligi, Tketicinin ve Rekabetin Korunmasi Genel Midiirligi'ne
bagvurabilir.

VYetkili Satici
Uriin Tipi
Uriin Seri No

Fatura Tarihi

Fatura No

Imalatgi Firma Yetkilisi

imza - Kase




Guarantee Certificate
1. Guarantee starts with delivery date and contiunes two years.
2. Whole product including all its parts is under guarantee (coils are out of this
scope).
3. If the product gets out of order during the guarantee period. The repair time is
maximum 30 business days. This time starts with the announcement to the one
of the followings, product service, if there is no product service to the product
seller, agency, representative, importer or manufacturer.
4. When the product gets out of order because of the failures in material or
workmanship or in assembly during the guarantee period it shall be repaired
without getting the costs of workmanship or material.
5. For the following reasons;
~ From the delivery date if the product repeats the same failures occured in
one year, when uselessness gets continuity

- Excessing maximum period of repair

~ If there is no service when reported orderly from one of the seller, agency,
representative, importer or manufacturer that it is impossible to repair the
product, product shall be changed free of charge.

6. Product failures are out of guarantee when using against the instructions
written in the using guide. Costs of changing expenses when changing and
repairing the product is under user’s responsibility.

7. It is kindly requested to apply to the Turkish Republic Ministry of Industry and
Commerce or to the international courts for the problems that can be occured
relevant to the guarantee certificate.

Authorized Dealer

Product Type

Product Serial Number

Invoice Date

Invoice Number

Manufacturer Representative

Signature-Stamp




Sigma Elektrik San. ve Tic. A.S.

Emek Mahallesi Sivat Caddesi No: 15/1

34785 Sancaktepe Istanbul / Tirkiye
T+904446078 « F+90216 4844101
info@sigmaelektrik.com « www.sigmaelektrik.com




